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PAINTING STANDARD FOR PRIVATE FIRE HYDRANTS 
 

• Hydrant Bodies shall be painted Safety Red. 

• Hydrant Nozzles 
o 4 ½” Nozzles shall be painted Gloss Black. 
o If a 4 ½” Nozzle is absent, then BOTH 2 ½” Nozzles shall be painted Gloss Black. 

 

  

 

See also Morton Municipal Code Chapter 5-6 Fire Hydrants. 

Safety Red 

4 ½ Nozzle 

 
2 ½” Nozzles 

Paint black if 4 ½” is absent 

https://morton.municipalcodeonline.com/book?type=ordinances#name=CHAPTER_5-6_FIRE_HYDRANTS

